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SECTION 33 16 00
STORAGE TANKS

PART  1   GENERAL
SECTION INCLUDES
Underground Tanks:
Tank installations in the following locations:
United States
Canada.
For the following applications:
Industrial Wastewater and Chemical Storage.
RELATED SECTIONS
Section 02200 - Earthwork.
Section 03300 - Concrete.
REFERENCES
Underground Water Tanks in the United States and Canada:
American Concrete Institute (ACI) standard ACI 318, Building Code Requirements for Structural Concrete.
ANSI/AWWA D120 - Thermosetting Fiberglass-Reinforced Plastic Tanks.
Tank manufacturer shall be recognized as a manufacturer of tanks listed to the ANSI/CAN/UL/ULC 1316:2018 Underwriters Laboratories (UL) Standard for Fiber Reinforced Underground Tanks for Flammable and Combustible Liquids. 
SUBMITTALS
Submit under provisions of Section 01300 - Administrative Requirements.
Product Data: Submit manufacturer's data sheets on each product to be used, including, but not limited to, the following:
Preparation instructions and recommendations.
Storage and handling requirements and recommendations.
Installation manual and operating guidelines.
Shop Drawings: Tank manufacturer shall submit the following for review and approval prior to fabrication of the tanks:
Detailed shop drawings of each tank complete with all accessories supplied by the manufacturer.
Detailed shipping, handling and installation instructions.
QUALITY ASSURANCE
Tank installations in the United States and Canada:
Regulatory Requirements: Comply with applicable requirements of the laws, codes, ordinances, and regulations of federal, state, provincial and municipal construction, health, safety and environmental codes, and local authorities having jurisdiction.
DELIVERY, STORAGE, AND HANDLING
General: Comply with tank manufacturer's Installation and Operating Guidelines recommendations for delivery, storage, and tank handling.
WARRANTY
Warranty: Provide manufacturer's standard limited warranty.
PART  2   PRODUCTS
MANUFACTURERS:
Tank installations in the United States and Canada:
Acceptable Manufacturer: Xerxes Corporation, which is located at: 7901 Xerxes Avenue S, Suite 201, Minneapolis, MN 55431. Telephone: 952-887-1890. Email: watersales@mattr.com. Website: www.xerxes.com.
Substitutions: Not permitted.
Requests for substitutions will be considered in accordance with provisions of Section 01600 - Product Requirements.
UNDERGROUND TANKS
Tank Design - Fiberglass reinforced plastic (FRP) tanks:
The tank size, fittings and accessories shall be as shown on the drawings.
Tank shall be manufactured with structural ribs which are fabricated as in integral part of the tank wall.
Tank shall be manufactured with a laminate consisting of resin and glass fiber reinforcement only. No sand/silica fillers or resin extenders shall be used.
Tank shall be vented to atmospheric pressure.
Tank shall be capable of handling liquids with specific gravity up to 1.1.
Tank shall be compatible with liquids identified in the manufacturer's standard limited warranty.
Loading Conditions - Tank shall meet the following design criteria:
Internal Load – 4’, 6’, 8’ & 10’ tanks shall be designed to withstand a 5-psig (35 kPa) air-pressure test, 12’ tanks shall be designed to withstand a 3-psig (21 kPa) air-pressure test, with a 5:1 safety factor.
Surface Loads - Tank shall be designed to withstand surface H-20 and HS-20 axle loads when properly installed according to manufacturer's current Installation Manual and Operating Guidelines.
External Hydrostatic Pressure - Tank shall be designed for 7 feet (2.1 m) of overburden over the top of the tank, the hole fully flooded, and a safety factor of 5:1 against general buckling.
Industrial Wastewater and Chemical Storage Applications:
Governing Standards, as applicable:
ANSI/AWWA D120 - Thermosetting Fiberglass-Reinforced Plastic Tanks.
American Concrete Institute (ACI) standard ACI 318, Building Code Requirements for Structural Concrete.
Tank manufacturer shall be recognized as a manufacturer of tanks listed to the ANSI/CAN/UL/ULC 1316:2018 Underwriters Laboratories (UL) Standard for Fiber Reinforced Underground Tanks for Flammable and Combustible Liquids. 
Tank Design: The tank shall be designed as a double-wall vessel as specified and shown on the Drawings
Interstitial Space:
The interstitial space between the primary and secondary walls shall be constructed with a glass reinforcement material such as Parabeam®, which provides a structural bond between the two tank walls while creating a defined interstice that allows for free flow of liquid.
A tank top fitting shall be provided to allow for a monitoring sensor to be installed at the bottom of the interstice.
The interstice of the tank shall be designed to withstand 20-psig (138 kPa) pressure.
Tank Accessories - Industrial Wastewater and Chemical Storage Applications:
Tank Anchoring:
Anchor straps shall be as supplied by tank manufacturer and designed for a maximum load of 25,000 lbs (11340 kg).
Galvanized turnbuckles shall be supplied by the tank manufacturer.
Prefabricated concrete anchors shall be supplied by the tank manufacturer, designed to the ACI 318 standard, manufactured with 4,000 psi concrete and shall have adjustable anchor points.
Access Openings:
All access openings shall have a diameter of 24 inches or 30 inches (610 mm or 762 mm), complete with riser, lid and necessary hardware.
Attached Access Risers:
Attached access risers shall be PVC or FRP as supplied by tank manufacturer.
Attached access risers shall be 24 inches or 30 inches (610 mm or 762 mm) in diameter.
Access risers shall be attached to access openings during installation utilizing adhesive or FRP bonding kits as supplied by the tank manufacturer.
Piping and Fittings:
Tank shall be equipped with factory-installed threaded fittings, or pipe stubs.
PVC piping shall at a minimum meet the requirements of ANSI Schedule 40.
All flanged nozzles shall be flanged and flat-faced and conform to Class 150 bolting patterns as specified in ANSI/ASME/ B16.5.
Carbon steel and stainless steel NPT fittings shall withstand a minimum of 150 foot-pounds (203 NM) of torque and 1,000 foot-pounds (1356 NM) of bending, both with a 2:1 safety factor.
Manway Openings:
The standard manway shall be flanged, 22 inches (559 mm) I.D. and complete with gaskets, bolts and cover.
Manway openings shall be designed to withstand 5-psig (35 kPa) test pressure with a 5:1 safety factor.
Containment Collars and Sumps:
The tank shall have factory installed 42-inch or 48-inch (1067 mm or 1219 mm)-diameter containment collars.
Containment sumps in 42-inch or 48-inch (1067 mm or 1219 mm) diameter shall be provided by the tank manufacturer and designed for mounting on the containment collars.
Adhesive shall be provided by the tank manufacturer with each containment collar and sump.
Containment collars and sumps shall be designed and supplied as a containment system. Only sumps provided by the manufacturer shall be allowed.
PART  3   EXECUTION
TESTING
Tank shall be tested according to the tank manufacturer's Installation Manual and Operating Guidelines in effect at time of installation.
INSTALLATION
Tank shall be installed according to the tank manufacturer's Installation Manual and Operating Guidelines in effect at time of installation.
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